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1, Two new distribution-control centers are in one 2estory building,located 150 meters
east of the cemstery, on the eastern edge of Litomysl. The area is enclosed in
the north and east by a wall 2% meters high, and in the south and west by a wire
fence; 2 meters high,

2, The 35 kwh distribution—control station is divided into 10 cubicles, walled up
with "Kalorifit" (probably the trade-name of some insulating materials) and
covered with plaster. There is an oil transformer, 35,000-volt, which was supplied
by the CKD (EgskomoraVSka-Kolben-Danek)" in April 1953. Control squipment was
supplied by the Veltechna plant at Cakovice in May 1953, The é<kwh,distribution-
control station has 24 cublcles. Its equipment was supplied by CKD-in April 1953,
Two oil transformers were supplied by Skoda"in July 1953,

3. The statlon employs six workers who ars on duty in three shifts.

4o  Current comes in over a 35,000-wolt line from the power plant at oska Trebova.
Officially it is said that the current will be distributed in the town of Litomysl.
This is, however, improbable, for a power-line leads from the distribution station
to the village of Pohodli, same 6 km, away. Some 1500 meters east of this village
is a military unit and installations, guarded by soldiers with purple lapels.,
In this unit there is supposed to be a W/T transmitter,
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Beside these there are two quite large

stations and one under congtruetion,
buildings, exact dimensions not known.
building to another without suthorization,

Sketech of Distribution Station at Litomysl.
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